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A Quality Assurance Walk-thru Survey was
conducted by the Indiana State Department of
Health.

Facility Number: 000164
Provider Number: 155263
AIM Number: 100289550

Surveyor: Lex Brashear, Life Safety Code
Specialist

At this Life Safety Code survey, Loogootee
Nursing Center was found in compliance with 410
IAC 16.2-3.1-19(ff).

This one story facility was determined to be of
Type V (000) construction and was fully
sprinklered. The facility has a fire alarm system
with smoke detection in the corridors, spaces
open to the corridors, and battery operated
smoke detectors in all resident sleeping rooms.
The facility has a capacity of 55 and had a
census of 39 at the time of this survey.

The facility was found in compliance with state
law in regard to sprinkler coverage and smoke
detector coverage.

All areas where the residents have customary
access were sprinklered and all areas providing
facility services were sprinklered except two
detached structures, a wood shed containing the
facility generator, and a wood framed garage
used for facility storage that were not provided
with sprinkler coverage.

Quality Review by Robert Booher, Life Safety
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Code Specialist-Medical Surveyor on 08/17/12.
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